   ELECTRICAL PLAN REVIEW COMMENTS FOR BLD14-0826
1. Proper identification of all system components is essential; please provide permanent phenolic sunlight resistant plates with ½” font lettering.

2. Existing grounding electrode system has deteriorated. Please provide one new 5/8” diameter x 10’ copper clad ground rod bonded to the existing grounding electrode system.

3. All electrical components of the photovoltaic array must be UL listed and bear the mark of a nationally recognized testing laboratory (NRTL).

4. Please provide the entire installation manuals for all components of the photovoltaic power system, two copies. 

5. Prior to calling for final inspection, please provide digital photographs of the rooftop installation process. The photographs will document the installation of all components on the roof.  Photographs shall be saved as a PDF file and submitted electronically to attention Clint Pratt at ccp@annapolis.gov  prior to requesting final inspection.

6. A separate electrical permit shall be required.

7. Provide GFCI protection for the exterior mounted convince receptacle.
