                             Electrical Plan Review for BLD16-0284
1. Provide available fault current at the line-side terminals of the main service disconnect. The requested information shall be submitted on Baltimore Gas and Electric letter head.
2. Provide site lighting photometry plan for review and approval. The site lighting design shall conform to the Illuminating Engineering Society of North America standard on “Light Trespass”. 
3. Revise sheet E-600. Specify and indicate on the electrical drawings the following; provide a separate service lateral from the utility owned transformer to a service rated fire pump controller. Provide manufacturer cut sheet on the proposed fire pump controller. 

4. Specify and indicate on the electrical drawings; provide UL listed panic hardware on the main electrical room door.
5. Specify and indicate on he drawings; Provide Arc flash hazard warning signs.

6. Provide carbon monoxide/ smoke detectors in the apartment. 
